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ABSTRACT 
An analytical model to simulate the beam-end buckling phenomenon, which occurs particularly in 
the fire context, has been developed. In this research, a component-based beam-end buckling 
element has for the first time been created for beams of Classes 1 and 2. The component-based 
buckling element is composed of nonlinear springs, which can deal with loading-unloading-
reloading paths. A significant challenge is to enable the flange-buckling component to deal with a 
descending post-buckling path simultaneously with deformation-reversal, because more than one 
solution can be found at a single force level in the solution process. The buckling element has been 
implemented in the structural fire engineering software Vulcan, so that it can be used adjacent to 
existing connection elements in frame modelling. The effects of the buckling element have been 
investigated in frame analysis using Vulcan. It has been shown that, in most cases, the stresses 
within the connection¶V bolt rows tend to decrease when the buckling element is taken into 
consideration. By ignoring the buckling element near to the beam-to-column connections in 
structural fire analysis, the results tend to be on the safe side regarding the connection forces.    
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1 INTRODUCTION 
The investigation RIWKH³:RUOG7UDGH´FROODSVH in New York City [1] indicated that the building 
collapse was triggered by the failure of beam-to-column joints as a result of restraint to large 
thermal expansions of beams. This illustrated that joints are among the most vulnerable elements of 
buildings in fire. Joint fracture may initiate the collapse of a single beam, which may trigger a 
sequence of further connection failures, possibly leading to progressive collapse of a whole 
building. It is important to investigate the phenomena involved in restrained expansion of beams, 
especially those which can influence the force distributions of connection bolt rows.  
The combination of beam-web shear buckling and beam bottom-flange buckling, near to the ends of 
steel beams, was commonly seen in the full-scale Cardington Fire Tests [2], as shown in Fig. 1. 
This phenomenon can clearly affect the bolt-row force distributions of the adjacent connections, as 
well as the behaviour of the beam itself, at high temperatures. Previous researchers [3-5] have 
investigated the behaviour of various types of joint at high temperature. However, buckling in the 
beam-ends in the vicinity of connections has not previously been sufficiently investigated, and 
cannot be simulated in high-temperature global frame analysis.  The changes in the distribution of 
forces within beam-to-column connections caused by beam-end buckling could potentially cause 
earlier fractures and lead to the possibility of progressive collapse being ignored in structural fire 
engineering design. 
In this research, the influences of the beam-end buckling phenomena on the adjacent connections, 
as well as on the wider beam/frame interaction behaviour, have been investigated. The objective of 
this paper is to discuss the effects of local beam-end buckling on connection forces, and to suggest 
how the results from global modelling can be considered when the buckling phenomena are ignored 
in practical design.    
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Fig. 1. Flange buckling and beam-web shear buckling in combination [6] 
2 CREATION OF THE COMPONENT-BASED MODEL 
2.1 Overall components of the component-based model 
The proposed yield line mechanism of the beam-end buckling phenomena, including beam-web 
shear buckling and bottom-flange buckling in the analytical model, is shown in Fig. 2(a). The 
derivation of equilibrium equations for the analytical model is based on equality of the internal 
work in the buckling zone and the loss of potential of the externally applied load. The buckling 
zone can be represented by a component-based model. This model is shown in Fig. 2(b) as the 
Buckling Element. In Fig. 2(b), the component-based Connection Element adjacent to the buckling 
element is typical of those representing a component-based flush end-plate connection. According 
to the analytical model introduced by the authors [7], the component-based buckling element can be 
divided into top-flange springs, bottom-flange springs and a web shear spring. To represent the 
flange actions, pairs of springs, one to act only in tension and the other to act only in compression, 
are located at each flange, representing its resistance. For the pair of springs at either location, only 
one spring will be activated at any instant, depending on the sense of the spring force.  
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Fig. 2. Beam-end buckling model: a) Yield line mechanism; b) Component-based model 
 
According to the existing analytical model [7], the characteristics of the flange springs and the shear 
spring can be represented in the form shown in Fig. 23.  
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Fig. 3. Spring characteristics at a constant temperature: a) Tension spring; b) Compression and shear springs 
 
2.2 Deformation reversal of springs at a constant temperature 
During the course of a fire, the beam-end buckling element can experience complex changes of 
horizontal force and movement caused by material and geometric nonlinearity, as well as by 
restraint to thermal expansion.  These forces will be equilibrated by the horizontal springs at the 
flanges, which can be subject to either compression or tension at different stages of loading/heating. 
The flange springs were created to be able to deal with loading-unloading-reloading paths at 
varying temperatures during the course of a fire. The vertical shear spring does not need a reversal 
path, as reversal of shear would require very unusual circumstances.  The loading-unloading-
reloading path is governed by a modified Masing Rule [8]. In the Masing Rule, the component 
characteristics of a spring can be represented E\ WKH FRPELQDWLRQ RI D ³VNHOHWRQ´ FXUYH DQG D
³K\VWHUHVLV´FXUYH$VFKHPDWLFLOOXVWUDWLRn of the Masing Rule is shown in Fig. 4(a). The hysteresis 
curve is the skeleton curve scaled by a factor of two and rotated by 180°. The force-deflection 
relationship is initially on the skeleton curve until displacement reversal occurs at Point A, after 
which the force-displacement relationship follows the hysteresis curve. For the springs in the 
component-based model, the linear part of the unloading curve finishes exactly at the point where it 
meets the horizontal axis; this intersection is defined as the ³5HIHUHQFH3RLQW´, and represents the 
permanent deformation which has been accumulated. The point at which deformation reversal 
initiates is defined as the ³Intersection Point´.  
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F ig. 4. Deformation reversal: a) A schematic illustration of application of the Masing Rule ; b) An 
example in the post -buckling stage 
 
Fig. 4(b) illustrates the situation when deformation reversal occurs in the post-buckling stage. A 
significant challenge is to enable the flange-buckling component to deal with a descending post-
buckling path simultaneously with deformation-reversal, because more than one solution can be 
found at a single force level in the solution process. In order to solve this problem, taking as an 
example the situation when the deformation reversal initiates at Point C in Fig. 4 (b), for the loading 
SDWK D µ]HUR¶ VWLIIQHVV LQVWHDG RI D QHJDWLYH VWLIIQHss) is assumed to define the start of the next 
iteration. The unloading path remains unchanged. The loading and unloading paths become the 
dashed lines starting from Point C. When the internal force is larger than the external, the iteration 
will follow the unloading path. Otherwise, the loading path is adopted, in which case Point D1 is 
assumed to be the end of this iteration. It is assumed that the initiation point of the next iteration is 
Point D2, which has the same deformation as D1 but is on the real post-buckling curve.  
2.3 Deformation reversal of springs at elevated temperatures 
At elevated temperatures, different characteristic stress-strain curves are defined for different 
temperatures. The essential assumption for displacement-reversal as temperatures increase is that 
the Reference Point of the unloading curve does not change between two successive temperature 
steps. The new unloading path will still be linear, following the initial slope of the force-
deformation relationship at the new temperature, and so the Intersection Point (at which unloading 
initiates) is relocated. Taking the FRPSUHVVLRQVSULQJLQWKH³plateau´ stage as an example, Fig. 5 
VKRZVWKHORDGLQJDQGXQORDGLQJSURFHGXUHZKHQWKHVSULQJ¶VWHPSHrature increases. 
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F ig. 5. Loading and unloading procedure when temperature increases: (a) At temperature T1; (b) At 
temperature T2 (T2> T1)  
 
At temperature T1, the deformation at the Reference Point can be calculated using 
  1 1 1 1- /CREF INTER INTER TD D F K   (1) 
where DCREF1   is the position of  the Reference Point at temperature T1, 
DINTER1   is the spring deformation at which deformation reversal initiates, 
FINTER1   is the spring force at which deformation reversal initiates, 
KT1   is the spring Young¶s Modulus at temperature T1. 
  © Ernst & Sohn Verlag für Architektur und technische Wissenschaften GmbH & Co. KG, Berlin Â CE/papers (2017) 
When the temperature increases to T2, the Reference Point remains identical, while a new position 
of the Intersection Point at T2 can be found using the new initial elastic stiffness KT2. The spring 
deformation of the new Intersection Point is, 
2 1 2 2/INTER CREF R TD D F K   (2) 
where DINTER2  is the new position of  the Intersection Point at temperature T2, 
FR2   is the spring yield force at temperature T2, 
KT2   is the Young¶s Modulus at temperature T2. 
It is assumed that the deformation of the spring remains identical during the change between 
adjacent temperature transition steps. Therefore, the real spring position falls to the unloading curve 
at temperature T2 from the Intersection Point, for which deformation reversal initiates at temperature 
T1. This jump disturbs the force equilibrium, and the spring needs to find a new deformation to 
establish the force equilibrium at T2. 
3 FRAME ANALYSIS 
In order to demonstrate the possibility of carrying out performance-based global analysis which 
includes the buckling element in Vulcan, and to conduct a preliminary study the influence of the 
buckling element on its adjacent connection, a two-storey two-span plane frame model has been 
created. The dimensions of the frame are shown in Fig. 6(a). The cross-sections of columns and 
beams in the frame are UC254×254×73 and UB UB356x171x51 respectively. It is assumed that a 
fire occurs in the right-hand bay of the lower storey, and that the beam and columns enclosing this 
bay are uniformly heated by fire. The temperatures of the left and right columns of the bay are 0.8 
times the temperature of the beam. The uniformly distributed line loading applied to the beams is 
26.8kN/m, giving them an ambient-temperature load ratio of 0.4 for fixed-ended conditions. The 
columns at ground floor level are loaded with a load ratio of 0.15. Flush end-plate connections are 
located at the ends of each beam. The connection dimensions are shown in Fig. 6(b). The stressed 
area of each bolt is set at 245mm2. Cases with and without the buckling element have been 
analysed. For cases with the buckling element, the buckling elements were located between the 
connection elements and their connected beam.  In order to initiate beam-end flange buckling, full 
horizontal restraint has been applied at the frame edges.  
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Fig. 6. Frame analysis: a) Studied frame dimension; b) Details of the connections 
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A comparison of vertical mid-span beam deflection (Node 1 in Fig. 6(a)) is shown in Fig. 7. It can 
be seen that, for the frame with the buckling element at beam-ends, the beam deflection increases 
due to the beam-HQGORFDOEXFNOLQJ%HDP³UXQ-DZD\´FDXVHGE\IUDFWXUHRIEHDP-end connections 
occurs later for frames containing the buckling elements. 
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Fig. 7. Deflections of Node 1 for cases with and without the buckling element 
Fig. 8 plots the axial forces of different components within the connection at the left hand side of 
the heated beam. Fig. 9 plots the detailed tension force within each bolt row. Comparisons of the 
axial component forces have been made for frames with and without buckling elements. It can be 
seen from Fig. 9 that each bolt row for the case with the adjacent buckling element fractures later 
than the bolt row at the same location for the case without the buckling element. The program run 
ends when all the connection bolt rows are fractured. 
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dĞŵƉĞƌĂƚƵƌĞ ?ࣙ ?
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Fig. 8. Axial forces in different components of the analysed connection 
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Fig. 9. Detailed bolt-row forces at Node 2 
The vertical and horizontal displacements of Node 2 are shown in Fig. 10 and Fig. 11. It can be 
seen that this node has the same vertical displacements for cases with and without the buckling 
element. In the horizontal direction the latter case has smaller displacement compared with the 
former case, as shown in Fig. 11.    
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Fig. 10. Vertical displacement of Node 2 
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Fig. 11. Horizontal displacement of Node 2 
4 CONCLUSIONS 
In this paper, the creation of a component-based model of the beam-end buckling zone has been 
described. The component-based model is able to represent the local beam-end buckling, including 
both bottom-flange buckling and beam-web shear buckling, at both ambient and elevated 
temperatures. The component-based model is composed of nonlinear springs. The flange springs 
are able to deal with the loading-unloading-reloading path. A significant challenge of this model is 
to deal with the descending post-buckling curve of the bottom-flange spring simultaneously with 
deformation reversal, because more than one solution can be found at a single force level in the 
solution process. On the post-buckling descending curve, an assumption of zero stiffness was made 
to overcome the double-solution problem. The component-based buckling element has been 
implemented in the 3D finite element software Vulcan. The influence of the buckling element on 
the adjacent connection has been investigated in a two-storey two-span plane frame. The results 
indicate that, by including the buckling element, both the net axial compression force and moment 
transferred from beam to connection have been reduced. The forces within the connection bolt rows 
are also reduced when the beam-end buckling is taken into consideration.  Although the bolt forces 
adjacent to the buckling element are not reduced by a large amount, the trend is consistent in all the 
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cases analysed. Therefore, the existence of the buckling zones tends to protect the adjacent 
connections, as they decrease the connection bolt-row forces, and it is suggested that the modelling 
results tend to over-estimate the connection bolt row forces when the buckling phenomenon is 
ignored in practical design.   Clearly, different types of connections need to be analysed to 
investigate the level to which this conclusion is true, or whether they are differently influenced by 
the occurrence of beam-end buckling. 
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